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PORTLAND·GENERAL ELECTRIC OIL SPILL REPORT (Form 1058)
For recording the details associated with fuel and oil spill reporting

and for documenting the cleanup activities.

SECTION 1- REPORT T!"E FOLLOWING SPILL INFORMATION To SYSTEM LOAD DISPATCHER (464-8343)
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G?f Soil Removal 121 Surface Washing 0 Pumping 0 Other ( )
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PLACE CONTAMINATED EQUIPMENT AND MATERIALS IN PROPERLY DATED AND LABELED CONTAINERS AND VERIFY COMPLETION OF "REPORT FOR
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Technical Memorandum  
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To: Portland General Electric (PGE) 

From: Susan Garland, URS 

Date: December 6, 2011 

Subject: Willbridge Substation Stormwater Drainage Assessment 

1.0 BACKGROUND AND OBJECTIVES  
URS conducted a stormwater assessment on behalf of PGE to investigate potential stormwater flow 
pathways from Willbridge Substation to the Willamette River. The Willbridge Substation is located at 
6315 NW St. Helens Road in Portland, OR (Figure 1). The substation occupies two tax lots, and PGE 
also owns twelve adjoining tax lots that are currently undeveloped. Willbridge Substation is located at 
the base of a steep, vegetated hillside and the substation ground surface slopes moderately toward St. 
Helens Road to the southeast. Willbridge Substation is located approximately 2,500 feet from the 
Willamette River. 

Susan Garland (URS) and Brandy Domina (PGE) conducted a preliminary site visit on September 8th, 
and conducted the stormwater drainage assessment during a rain event on November 16, 2011. The 
stormwater assessment included the following objectives: 

1.  Determine any off-site points of discharge for site stormwater. 

2. Identify any discrepancies between current site conditions and previous drainage maps for the 
site. 

2.0 METHODOLOGY 

Existing site conditions were observed on November 16, 2011, while it was raining. Portland received 
0.49 inches of rain in the 24 hours preceding the site visit1. URS observed the following elements of the 
existing conditions: 

 Topography and slope of the site and its vicinity. 

 Location, type, and amount of vegetation cover on or adjacent to the site. 

 Surface soil texture on and adjacent to the site. 

 Location and flow paths of stormwater runoff. 

 Location of constructed stormwater conveyance features such as sumps, culverts, catch basins, 
pipes, and ditches, both on and off site. 

 Evidence of soil erosion and transport such as rills, sediment deposits, sediment staining on 
vegetation, drift lines, etc. 

Relevant observations and site features were photographed and recorded on a map of the site. URS also 
reviewed PGE site plans documenting the conditions of the site, including details regarding stormwater 
management and spill containment systems.  

3.0 ASSESSMENT OF STORMWATER DRAINAGE 

Following the text of this memorandum, Figure 1 depicts observations of the existing site conditions and 

                                                           
1 National Weather Service, Portland Oregon website accessed on November 23, 2011 from: 
http://www.weather.gov/climate/index.php?wfo=pqr 
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includes a photo location key. Appendix A includes relevant site photographs.  

As shown in Figure 1, the Willbridge Substation occupies a graveled area at the foot of a steep, 
vegetated hillside, located on the west side of NW St. Helens Road. City and County maps depict a 
public right-of-way, Willbridge Avenue, adjoining the substation on its uphill, northwest side, but this 
right of way is not graded or cleared of trees. 

The Willbridge parcel general slopes northeast toward St. Helens Road, but the ground surface is 
irregular, and the north end of the property has both gullies and elevated areas consisting of gravel piles. 
Photo 6 in Appendix A shows surface soil cracks that are indicative of surface ponding. As depicted on 
Figure 1, several prominent gullies cross the site, indicating lateral surface flow across the substation. 
During the November 16 rain event, surface ponding occurred in several areas at the south end of the 
site, most prominently in the southeast corner. Hillslope drainage enters the substation site from two 
locations, adding stormwater volume and channelizing flow conditions. 

On the southwest edge of the substation, a small gully on the adjacent hillside defines a surface water 
flow path that continues onto the substation through a low spot under the substation fence (Photo 1). 
From here, the shallow gully continues across the substation to a low spot (Photo 11) along the northeast 
edge of the substation property, where it enters an ODOT storm ditch (Photo 9) between the substation 
and St. Helens Road. During the November 16th site visit, small amounts of water were discharging from 
this point into the ditch, but there was no surface water flowing onto the substation from the hillslope. 

Along the northwest edge of the substation a small gully on the adjacent hillside defines a surface water 
flow path (Photo 3).  The flow path continues through an eight-inch-diameter concrete pipe under the 
substation fence and onto the substation (Photos 3 and 4). The flow path continues northeast as a 
prominent gully to the northeast corner of the substation where an eight-inch-diameter concrete pipe 
(Photo 7) connects the flow path to the ditch between the substation and St. Helens Road. Sediment 
deposits immediately upslope of the pipe (Photo 6) indicate that some ponding of water and sediment 
deposition occurs before the water discharges through the pipe to the ditch.  Ponding occurs because the 
pipe invert elevation is higher than the ponding area, and the pipe is partially filled with soil and gravel 
which further increases the effective invert elevation of the pipe. However, sediment-coated gravel 
within the pipe and at its outlet to the ditch (Photo 7) indicates that sediment is also transported to the 
ditch.  During the November 16th site visit, no water was discharging from this pipe and there was no 
surface water flowing onto the substation from the hillslope gully. 

In addition to the two discharges to the road-side ditch described above, a third point of discharge from 
the substation to the adjoining ditch (Photo 8) is located near the substation’s southeast corner. The area 
did not have the prominent gullies or sediment deposits noted along the other flow paths described 
above, and hillslope run-off does not appear to contribute to this discharge point. No discharge was 
flowing from this point during the November 16th site visit. 

Surface water discharging from the substation enters the ditch located between the substation and St. 
Helens Road. This ditch also receives run-off from the roadway (Photo 10). From there the stormwater 
enters a catch basin (Photo 9).  ODOT and City of Portland Maps indicate that the catch basin conveys 
stormwater under St. Helens Road near 63rd Avenue to a ditch on the east side of the road that in turn 
drains to North Doane Lake. North Doane Lake discharges to the Willamette River through City of 
Portland’s outfall 22C. 

A 1985 drainage plan of the substation provided by PGE shows subsurface tile drains under the 
substation that discharge to a roadside ditch, which is depicted to continue northwest to a culvert under 
St. Helens Road. No roadside ditch is currently located at the location depicted. The presence of tile 
drains could not be confirmed during the site visit. Specifically, tile drain outfalls were not observed, 
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and the ditch is located along the northeast substation fenceline and discharges to the catch basin 
described above rather than a culvert under St. Helens Road. 

On the southwest side of the substation, a shallow ditch (Photo 12) is located uphill of the substation and 
diverts hillside run-off around the substation and onto the gravel right-of-way of NW 63rd Avenue. 
Runoff from the substation does not commingle with this hillslope runoff.  

4.0 CONCLUSIONS 
The site visits, together with the review of a site plan indicates the stormwater drainage at the Willbridge 
Substation includes the following components: 

1) Gullies indicate that hillslope run-off flows onto the substation at two locations. 

2) Stormwater runoff from the substation discharges to the roadside ditch at three locations. 

3) At two of the three discharge locations substation stormwater has the potential to commingle 
with hillslope runoff when the hillslope runoff is discharging onto the substation. Gullies and 
sediment deposits indicate that later during the wet season when hillslope soils are wetter or 
during heavy rain events any time of year, the volume of hillslope runoff is likely much greater 
than the substation runoff.  

4) From the ditch, runoff from the hillslope, substation, and NW St. Helens Road enters a catch 
basin leading to a ditch on the east side of NW St. Helens Road. 

5) The east side ditch discharges to North Doane Lake. Although the lake discharges to the 
Willamette River at City of Portland Outfall 22C, the lake likely functions as a sink for sediment 
entrained in stormwater and reduces the actual mass of sediment that reaches the river.   
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Appendix A: Photographic Log 

Client Name: 

Portland General Electric  

Site Location: 

Willbridge Substation 

Project No. 

25697439 

Photo No. 
1 

Date: 
09-08-11 

 

 

Direction Photo 
Taken: 
 
 

Description: 
 
Low spot in uphill 
substation boundary 
where stormwater 
drainage is entering from 
the hillside. 

 

Photo No. 
2 

Date: 
09-08-11 

 

Direction Photo 
Taken: 
 
West 

Description: 
 
Erosion gully showing that 
hillside drainage is 
entering substation from 
the adjoining hillside 



       Page 2 of 7 

 

Appendix A: Photographic Log 

Client Name: 

Portland General Electric  

Site Location: 

Willbridge Substation 

Project No. 

25697439 

Photo No. 
3 

Date: 
 

09-08-11 

 

Direction Photo 
Taken: 
 
West 

Description: 
 
Looking uphill from the 
northwest substation 
fenceline, a gully showing 
that drainage from the 
northwest of the 
substation is entering the 
property through a 
concrete inlet pipe. 

 

Photo No. 
4 

Date: 
 

 

Direction Photo 
Taken: 
 
North 

Description: 
 
From inside of the 
substation fence, the 
concrete pipe 
bringing drainage in 
from the hillside. 
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Appendix A: Photographic Log 

Client Name: 

Portland General Electric  

Site Location: 

Willbridge Substation 

Project No. 

25697439 

Photo No. 
5 

Date: 
09-08-11 

 

Direction Photo 
Taken: 
 
East 

Description: 
 
Looking downhill from the 
inlet pipe, a prominent 
erosion gully leading 
toward NW St. Helens 
Road 

 

Photo No. 
6 

Date: 
09-08-11 

 

Direction Photo 
Taken: 
 
Southwest 

Description: 
 
Silt deposits and drying 
cracks on the ground 
surface in the foreground 
show evidence of ponding 
in the north corner of the 
substation 
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Appendix A: Photographic Log 

Client Name: 

Portland General Electric  

Site Location: 

Willbridge Substation 

Project No. 

25697439 

Photo No. 
7 

Date: 
 

 

Direction Photo 
Taken: 
 
East 

Description: 
 
Outlet pipe at base of 
ponding area leading to a 
roadside ditch, and 
showing evidence of 
entrained gravel and 
sediment transport. 

 

Photo No. 
8 

Date: 
11-16-11 

 

Direction Photo 
Taken: 
 
North 
 

Description: 
  
Low spot at east end of 
substation with evidence 
of surface erosion into the 
ditch along St. Helens 
Road. 
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Appendix A: Photographic Log 

Client Name: 

Portland General Electric  

Site Location: 

Willbridge Substation  

Project No. 

25697439 

Photo No. 
9 

Date: 
09-08-11 

 

Direction Photo 
Taken: 
 
Northwest 

Description: 
 
Ditch and catch basin 
located between 
Willbridge Substation and 
NW St. Helens Road. 

 

Photo No. 
10 

Date: 
11-16-11 

 

Direction Photo 
Taken: 
 
East 

Description: 
  
Ditch and catch basin 
receiving stormwater from 
St. Helens Road during 
November rain event. 
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Appendix A: Photographic Log 

Client Name: 

Portland General Electric  

Site Location: 

Willbridge Substation  

Project No. 

25697439 

Photo No. 
11 

Date: 
11-16-11 

 

Direction Photo 
Taken: 
 
Southwest 

Description: 
 
Surface outlet of central 
erosion gully under fence 
and into roadside ditch. 

 

Photo No. 
12 

Date: 
09-08-11 

 

Direction Photo 
Taken: 
 
West 

Description: 
  
The south section of the 
hillside above the 
substation is diverted in a 
shallow ditch and flows 
onto the gravel right-of-
way of 63

rd
 Avenue. 
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Appendix A: Photographic Log 

Client Name: 

Portland General Electric  

Site Location: 

Willbridge Substation  

Project No. 

25697439 

Photo No. 
13 

Date: 
11-16-11 

 

Direction Photo 
Taken: 
 
Southeast 

Description: 
 
A catch basin east of the 
Substation receives the 
remaining runoff from NW 
St. Helens road and the 
runoff from NW 63

rd
. 
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